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Inline Pressure Boosting System - Little Giant Pumps

Keep safety labels clean and in good condition. .... Decide on an appropriate location for the pump installation that is suitable based on the enclosure rating of the ..... Inline 400 Troubleshooting Guide. Condition. Indicator Lights. Possible Cause. Corrective Action. Unit will not turn on - No GREEN or RED LED illuminated on. 
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Inline Pressure Boosting System Owner's Manual



Before Getting Started Read and follow safety instructions. Refer to product data plate(s) for additional operating instructions and specifications.



s



This is the safety alert symbol. When you see this ! symbol on your pump or in this manual, look for one of the following signal words and be alert to the potential for personal injury:



s WARNING DANGER



! warns about hazards that will cause serious personal injury, death or major property damage if ignored.



s WARNING



! warns about hazards that can cause serious personal injury, death or major property damage if ignored.



s



! CAUTION warns about hazards that will or can cause minor personal injury or major property damage if ignored.



s WARNING NOTICE



! indicates special instructions which are important but not related to hazards. Carefully read and follow all safety instructions in this manual and on pump.



! WARNING s RISK OF ELECTRIC SHOCK - This pump is supplied with a grounding conductor and grounding type attachment plug. To reduce risk of electric shock, be certain that it is connected only to a properly grounded, grounding-type receptacle. Disconnect power before working on or around the Inline system. Do not use the Inline system in swimming areas. This equipment should be installed by technically qualified personnel. Failure to install it in compliance with national and local electrical codes and within Franklin Electric recommendations may result in electrical shock or fire hazard, unsatisfactory performance, or equipment failure. Installation information is available through pump manufacturers and distributors, or directly from Franklin Electric at our toll-free number 1-800-348-2420. This equipment must not be used by children or persons with reduced physical, sensory or mental abilities, or lacking in experience and expertise, unless supervised or instructed. Children may not use the equipment, nor may they play with the equipment or in the immediate vicinity. If the power cord is damaged, it must only be replaced by qualified personnel.



! CAUTION s • Keep work area clean, well-lit, and uncluttered. • Keep safety labels clean and in good condition. • Wear safety glasses while installing or performing maintenance on pump. • Do not run pump dry. Fill pump with water before starting or pump will be damaged. • Make sure all ELECTRICAL POWER IS OFF before connecting any electrical wires. Wire Inline Pressure Boosting System for correct voltage. Follow all pump wiring instructions provided in the “Wiring” section of this manual.
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Inline Pressure Boosting System



Specifications Model No.



Inline 400



Inline 400



92061501/92061503



92061502/92061504



115 V



230 V



Voltage



Input from Power Source



Operating Conditions



Phase



Single-Phase



Frequency



60 Hz



Current (max)



6.6 Amps (RMS)



3.3 Amps (RMS)



Power (max)



710 W



710 W



Wire Gauge Size(s)



18 Gauge Power Cord



18 Gauge Power Cord



MAX flow (GPM)



20



MAX boost pressure (psi)



55



MAX system pressure (psi)



95



Sound Pressure Level (dB-A)
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Inline Pressure Boosting System - Little Giant Pumps 

funcione por 10 segundos adicionales para que se cebe. REPITA si es necesario. 6. Una vez que la bomba está operando, abra completamente la válvula de ...
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Inline Pressure Boosting System 

small bucket to catch the dispersed water. 3. Close air bleed valve once all ...... Dimensions extÃ©rieures. 29,6 po x 8,5 po x 8,9 po (75,2 cm x 21,6 cm x 22,6 cm).
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english - Little Giant Pumps 

result from an inoperative or leaking pump due to power outages, discharge line blockage, or any other reason, a backup system(s) and/or alarm should be used ...
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introduction - Little Giant Pumps 

The shallow pan condensate unit is designed especially for ceiling mounted ... Test the unit after it is installed by filling the tank with water until the pump.
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introduction - Little Giant Pumps 

INTRODUCTION. EN. The shallow pan condensate unit is designed especially for ceiling mounted units and other refrigerated air conditioners where minimum height is important. The pump is designed to be placed directly in a holding reservoir or with a 
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english - Little Giant Pumps 

(See Figures 10 and 11 for pump dimensions.) The tank has a mounting ..... Pour les clients à l'extérieur des États-Unis : étant donné les frais de douane et de ...
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introduction - Little Giant Pumps 

liquide peut dépasser le niveau d'activation de la pompe ni être complètement ... Il est recommandé de faire l'essai de la pompe après son installation. Pour ce.
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introduction - Little Giant Pumps 

The pump housing is sealed. A high grade ... house, or call your local fire department for instructions. ...... place as LITTLE GIANT may designate, freight prepaid.
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introduction - Little Giant Pumps 

La pompe 2E-NYS ne peut être utilisée que submergée. Son moteur est ..... La pompe a tourné à vide (l'alimentation en liquide a été coupée);. 5. Le client a mal ...
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introduction - Little Giant Pumps 

stamped on pump and/or serial number on pump nameplate coded to indicate year of manufacture. GARANTIE LIMITÃ‰E. POMPE Ã€ PUISARD, Ã€ EFFLUENT ET ...
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introduction - Little Giant Pumps 

insert your finger into fuse socket. Do not operate the pump in a dry sump. This will cause the pump to become extremely hot, causing burns if touched and/or ...










 


[image: alt]





inline constant pressure system 

Locked pump detection/shut off ..... ensure detection of underload faults in a wide variety of pumping ...... La protection de court-circuit à semi-conducteur.
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WRS-9EN - Little Giant Pumps 

fuses or insert your finger into fuse socket. ELECTRICAL ... with fuse or circuit breaker and GFCI (ground fault circuit interrupter). Be sure .... Clapet anti-retour.
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owner's manual - Little Giant Pumps 

TEST RUNNING. If test running pump before installation: ... Install pump and components appropriate for the test as .... control box from extreme cold (below 25 o.
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warning avertissement - Little Giant Pumps 

THIS WARRANTY DOES NOT APPLY TO ANY OF THE FOLLOWING: 1. Brushes, impeller or cam on models with brush-type motors and/or flex-vane impellers.
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2 series - Little Giant Pumps 

Les pompes Little Giant ont été emballées et testées avec soin pour procurer à ... d'huile diélectrique servant de caloporteur pour la chaleur engendrée par le.
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owner's manual - Little Giant Pumps 

ing access cover. HP. Discharge Pressure (in PSI) at 5 ft. lift. Max PSI. 10. 20 ..... Franklin Electric Company, Inc. and its subsidiaries (hereafter â€œthe Companyâ€�) ...
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WRSC-6 - Little Giant Pumps 

Ne pas retirer la turbine. Au moment de la rÃ©installation de la base, s'assurer que l'anneau d'Ã©tanchÃ©itÃ© se trouve dans la rainure. Resserrer les vis avec un.
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owner's manual - Little Giant Pumps 

fuse disconnect switch. 8. A three-wire, 1-phase ..... Si la pompe submersible n'a pas de clapet anti- .... Un sectionneur Ã  fusible ou un disjoncteur est obligatoire.
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WRSC-6 - Little Giant Pumps 

Do not pull the pump out of the water by the power cord when the pump ... no water will flow out of unit. Be sure ...... to run on the product's date of manufacture. II.
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warning avertissement - Little Giant Pumps 

de déflagration. La pompe ne doit servir qu'à pomper des liquides compatibles ... peut tomber en panne si vous laissez la pompe tourner à vide. 6. Si l'appareil ...
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owner's manual - Little Giant Pumps 

Une tôle galvanisée de type 40 est adéquate jusqu'à 180 m. (600 pi). Pour des pompes plus profondes, utiliser le type 40 pour les premiers 180 m (600 pi), ...
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owner's manual - Little Giant Pumps 

grounding conductor. 5. Lightning arrestors are recommended for every installation. All stainless steel, single phase motors through 5CV have built-in lightning ...










 


[image: alt]





warning avertissement - Little Giant Pumps 

circuit for 10 seconds to see if the impeller turns; a) If it is rotating and GFCI did not trip .... embarrada, provea una superficie lisa para colocar la bomba. 2.
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