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Safety Guidelines Warning notices must be observed to ensure personal safety as well as that of others, and to protect the product and the connected equipment. These warning notices are accompanied by a clarification of the level of caution to be observed. Qualified Personnel This device/system may only be set up and operated in conjunction with this manual. Qualified personnel are only authorized to install and operate this equipment in accordance with established safety practices and standards.



Warning: This product can only function properly and safely if it is correctly transported, stored, installed, set up, operated, and maintained.



Note: Always use product in accordance with specifications.



Copyright Siemens Milltronics Process Instruments Inc. 2003. All Rights Reserved



Disclaimer of Liability



This document is available in bound version and in electronic version. We encourage users to purchase authorized bound manuals, or to view electronic versions as designed and authored by Siemens Milltronics Process Instruments Inc. Siemens Milltronics Process Instruments Inc. will not be responsible for the contents of partial or whole reproductions of either bound or electronic versions.



While we have verified the contents of this manual for agreement with the instrumentation described, variations remain possible. Thus we cannot guarantee full agreement. The contents of this manual are regularly reviewed and corrections are included in subsequent editions. We welcome all suggestions for improvement. Technical data subject to change.



MILLTRONICS®is a registered trademark of Siemens Milltronics Process Instruments Inc. Contact SMPI Technical Publications at the following address: Technical Publications Siemens Milltronics Process Instruments Inc. 1954 Technology Drive, P.O. Box 4225 Peterborough, Ontario, Canada, K9J 7B1 Email: [email protected] For the library of SMPI instruction manuals, visit our Web site: www.siemens-milltronics.com



© Siemens Milltronics Process Instruments Inc. 2003



Declaration of Manufacturer’s Responsibility The Sitrans LR Type 7ME4000-*++**-*++* as covered by PTB Type Examination Certificate PTB 00 ATEX1024 is now manufactured by: Siemens-Milltronics Process Instruments Inc. 1954 Technology Drive P.O. Box 4225 Peterborough Ontario Canada K9J 7B1



Siemens-Milltronics Process Instruments Inc. is the successor in law with all rights and duties for this product. PTB Certificate PTB00ATEX1024 remains valid for the equipment. The Sitrans LR Type 7ME4000-*++**-*++* as covered by PTB Type Examination Certificate PTB 00 ATEX1024 has been changed to the SITRANS LR 400 7ML5421 as covered by PTB Type Examination Certificate PTB 00 ATEX1024. There are no mechanical or electrical differences between the two instruments; the only difference is the part number description.
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See Note 1 below



Note: For units with mA/HART output, electrical data has changed. See page 12 for the Supplement to EC-Type-Examination Certificate PTB 00 ATEX 1024 X.
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Siehe Hinweis 1 unten



Hinweis: Die elektrischen Daten haben sich für Geräte mit mA/HART Ausgang geändert. Auf Seite 23 finden Sie die Ergänzung zur EGBaumusterprüfbescheinigung PTB 00 ATEX 1024 X.
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